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Thermal Switch 25A
on Heater element
P/N A0013
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4CIRCUIT BOARD
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SENSOR

1  2  3

1 2 3G

277Vac
The ground wire must be connected 

to the dryer's backplate.

Service by qualified electrician ONLY.

Supply line 75 C requirement.

Do not daisy chain the ground wire.

Connect to 20A branch circuit ONLY.

P/N A0038

0184Circuit diagram label----

3-9/16" (90 mm) x 2-3/8" (60 mm) 
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Transistor power switch 
40A  P/N A0024

NOTE

0184/0185/0195 P/N A0019
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